
Lead Testing Results 5/19/04

Chart reflects the latest lead testing results, subject to change as WSSC provides additional information.

School Date Sampled

Number of 

Samples Impacted Fixture Results/ppb

Adelphi ES 4/6/04 5 None <20ppb

Allenwood ES 3/23/04 5 None <20ppb

Andrew Jackson MS 4/15/04 21 None <20ppb

Annapolis Road MS 4/21/04 13 Water Fountain 29ppb

Water Fountain 50ppb

Kitchen Faucet 36ppb

Kitchen Faucet 222ppb

Apple Grove ES 3/23/04 8 None <20ppb

Ardmore ES 3/26/04 8 Water Fountain 25ppb

Arrowhead ES 4/6/04 10 None <20ppb

Avalon ES 3/23/04` 8 Water Fountain 32ppb

Baden ES 4/2/04 7 Water Fountain 43ppb

Barnaby Manor ES 3/31/04 14 Kitchen Faucet 22ppb

Beacon Heights ES 4/2/04 10 None <20ppb

Beltsville ES 4/2/04 20 Kitchen Faucet 88ppb

Kitchen Faucet 29ppb

Kitchen Faucet 71ppb

Washroom Sink 51ppb

Water Fountain 21ppb

Water Fountain 22ppb

Water Fountain 21ppb

Water Fountain 32ppb

Benjamin D. Foulois ES 3/31/04 18 Kitchen Faucet 54ppb

Benjamin Stoddert MS 4/20/04 16 None <20ppb

Benjamin Tasker MS 4/20/04 11 None <20ppb

Berkshire ES 3/31/04 7 Kitchen Faucet 22ppb

Kitchen Faucet 43ppb

Berwyn Heights ES 4/6/04 10 None <20ppb

Bladensburg ES 3/26/04 8 None <20ppb

Bladensburg HS 4/15/04 5 Kitchen Faucet 129ppb

Kitchen Faucet 26ppb

Bond Mill ES 3/24/04 6 None <20ppb

Bowie HS 4/14/04 32 Water Fountain 57ppb

Bradbury Heights ES 4/2/04 15 None <20ppb

Brandywine ES 4/2/04 12 Kitchen Faucet 31ppb

Kitchen Faucet 32ppb

Kitchen Faucet 36ppb

Buck Lodge MS 4/21/04 14 None <20ppb

C. Elizabeth Rieg 4/8/04 8 Kitchen Faucet 34ppb

Calverton ES 3/24/04 9 Kitchen Faucet 21ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Capitol Heights ES 3/26/04 7 Kitchen Faucet 38ppb

Carmody Hills ES 3/31/04 16 None <20ppb

Carole Highlands ES 3/24/04 5 None <20ppb

Carrollton ES 4/6/04 7 None <20ppb

Catherine T. Reed ES 3/26/04 24 Kitchen Faucet 20ppb

Central HS 4/15/04 15 Water Fountain 27ppb

Cesar Chavez ES 4/6/04 7 None <20ppb

Chapel Forge ECC 4/8/04 7 Kitchen Faucet 33ppb

Kitchen Faucet 53ppb

Charles Carroll MS 4/20/04 11 Kitchen Faucet 43ppb

Water Fountain 73ppb

Charles H. Flowers HS 4/8/04 26 Kitchen Faucet 53ppb

Cherokee Lane ES 4/6/04 5 None <20ppb

Chillum ES 4/6/04 9 Kitchen Faucet 21ppb

Kitchen Faucet 24ppb

Water Fountain 24ppb

Clinton Grove ES 4/1/04 7 Kitchen Faucet 20ppb

Columbia Park ES 3/16/04 49 Water Fountain 118ppb

Classroom Faucet 60ppb

Classroom Faucet 149ppb

3/25/04 2 Sink 37ppb

Sink 51ppb

Concord ES 3/31/04 9 None <20ppb

Cool Spring ES 4/6/04 14 None <20ppb

Cooper Lane ES 3/26/04 8 None <20ppb

Cora Rice ES 3/26/04 23 Kitchen Faucet 20ppb

Croom Voc 4/1/04 2 Kitchen Faucet 31ppb

Crossland HS 4/8/04 26 Water Fountain 111ppb

Deerfield Run ES 4/1/04 9 Kitchen Faucet 33ppb

District Heights ES 3/25/04 8 Kitchen Faucet 38ppb

Dodge Park ES 4/6/04 6 Water Fountain 28ppb

Doswell E. Brooks ES 3/25/04 6 None <20ppb

Drew-Freeman MS 4/21/04 15 None <20ppb

DuVal HS 4/14/04 23 Kitchen Faucet 195ppb

Kitchen Faucet 21ppb

Dwight D. Eisenhower MS 4/15/04 10 Kitchen Faucet 25,000ppb

(NOT IN USE)

Edgar Allan Poe ES 3/25/04 17 Water Fountain 151ppb

Water Fountain 39ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Eleanor Roosevelt HS 4/14/04 60 Kitchen Faucet 122ppb

Kitchen Faucet 28ppb

Kitchen Faucet 38ppb

Kitchen Faucet 20ppb

Kitchen Faucet 41ppb

Ernest E. Just MS 4/16/04 23 None <20ppb

Eugene Burroughs MS 4/16/04 21 None <20ppb

Fairmont Heights HS 4/15/04 21 Kitchen Faucet 105ppb

Water Fountain 108ppb

Flintstone ES 3/30/04 12 None <20ppb

Forest Heights ES 3/31/04 11 Kitchen Faucet 35ppb

Kitchen Faucet 25ppb

Classroom Faucet 24ppb

Forestville HS 4/8/04 21 None <20ppb

Fort Foote ES 3/30/04 16 Kitchen Faucet 51ppb

Water Fountain 29ppb

Fort Washington Forest ES 3/31/04 12 Kitchen Faucet 43ppb

Frances Fuchs ECC 4/8/04 9 Kitchen Faucet 84ppb

Kitchen Faucet 55ppb

Francis Scott Key ES 3/23/04 6 None <20ppb

Francis T. Evans ES 4/6/04 8 None <20ppb

Frederick Douglass HS 4/15/04 24 Kitchen Faucet 75ppb

Friendly HS 4/14/04 17 Kitchen Faucet 97ppb

G. Gardner Shugart MS 4/20/04 13 Kitchen Faucet 158ppb

Kitchen Faucet 36ppb

G. James Gholson MS 4/20/04 12 None <20ppb

Gaywood ES 4/6/04 8 Kitchen Faucet 42ppb

Kitchen Faucet 80ppb

Kitchen Faucet 24ppb

Gladys Noon Spellman ES 4/6/04 11 None <20ppb

Glassmanor ES 3/31/04 6 Office Faucet 62ppb

Glenarden Woods ES 3/24/04 6 None <20ppb

Glenn Dale ES 3/19/04 47 Bathroom Faucet 25ppb

Classroom Faucet 22ppb

Bathroom Faucet 25ppb

Kitchen Faucet 61ppb

Classroom Faucet 24ppb

Water Fountain 34ppb

Kitchen Faucet 22ppb

Glenridge ES 3/24/04 12 Water Fountain 189ppb

Water Fountain 102ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Greenbelt ES 3/31/04 11 None <20ppb

Greenbelt MS 4/20/04 18 Kitchen Faucet 302ppb

Kitchen Faucet 58ppb

Kitchen Faucet 508ppb

Water Fountain 55ppb

Green Valley ES 3/31/04 9 Kitchen Faucet 34ppb

Kitchen Faucet 34ppb

Maintenance Sink 26ppb

Gwynn Park HS 4/14/04 13 Kitchen Faucet 74ppb

Gwynn Park MS 4/16/04 14 Kitchen Faucet 27ppb

H. Winship Wheatley ECC 4/8/04 18 Water Fountain 27ppb

Water Fountain 143ppb

Water Fountain 57ppb

Kitchen Faucet 31ppb

Heather Hills ES 4/2/04 9 Kitchen Faucet 111ppb

Kitchen Faucet 248ppb

Henry Ferguson ES 3/23/04 6 Kitchen Faucet 29ppb

High Bridge ES 4/2/04 7 None <20ppb

High Point HS 4/14/04 43 Water Fountain 23ppb

Water Fountain 29ppb

Water Fountain 37ppb

Kitchen Faucet 78ppb

Kitchen Faucet 20ppb

Water Fountain 48ppb

Hand Sink 222ppb

Kitchen Faucet 196ppb

Highland Park ES 3/31/04 15 None <20ppb

Hillcrest Heights ES 3/31/04 10 Kitchen Faucet 31ppb

Hollywood ES 4/1/04 8 None <20ppb

Howard B. Owens Ctr. 4/8/04 4 Water Fountain 34ppb

Water Fountain 58ppb

Hyattsville ES 4/8/04 8 Kitchen Faucet 28ppb

Hyattsville MS 4/20/04 21 Hand Sink 204ppb

Water Fountain 26ppb

Water Fountain 161ppb

Indian Queen ES 3/30/04 12 Hand Sink 58ppb

Kitchen Faucet 151ppb

Kitchen Faucet 23ppb

Isaac J. Gourdine MS 4/22/04 22 Kitchen Faucet 22ppb

Water Fountain 26ppb

Water Fountain 33ppb

Water Fountain 25ppb

J. Frank Dent ES 3/30/04 9 None <20ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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James Duckworth 4/8/04 6 Water Fountain 28ppb

Kitchen Faucet 52ppb

James Harrison ES 4/7/04 13 Water Fountain 44ppb

James Madison MS 4/20/04 11 None <20ppb

James McHenry ES 3/31/04 11 Water Fountain 34ppb

Water Fountain 26ppb

Hall Sink 66ppb

James Ryder Randall ES 4/7/04 12 Water Fountain 1194ppb

Jessie B. Mason 4/14/04 6 Kitchen Faucet 48ppb

Water Fountain 29ppb

John Bayne ES 3/23/04 2 None <20ppb

John Carroll ES 4/6/04 7 None <20ppb

John E. Howard ES 3/23/04 2 None <20ppb

John Hanson Montessori 4/21/04 17 Water Fountain 26ppb

Judge S. Woods ES 4/8/04 12 None <20ppb

Judy Hoyer ECC 3/17/04 30 Bathroom Faucet 111ppb

Classroom Faucet 24ppb

Classroom Faucet 226ppb

Classroom Faucet 126ppb

Classroom Faucet 198ppb

Classroom Faucet 224ppb

Classroom Faucet 36ppb

Office Faucet 27ppb

Office Faucet 26ppb

Kenilworth ES 4/2/04 8 None <20ppb

Kenmoor ES 4/7/04 8 None <20ppb

Kenmoor MS 4/16/04 28 None <20ppb

Kettering ES 4/1/04 8 None <20ppb

Kettering MS 4/21/04 13 Water Fountain 48ppb

Water Fountain 110ppb

Hand Sink 29ppb

Kitchen Faucet 21ppb

Kingsford ES 4/1/04 13 None <20ppb

Lake Arbor ES 4/1/04 14 None <20ppb

Lamont ES 4/7/04 11 Kitchen Faucet 21ppb

Langley Park-McCorm ES 4/7/04 10 Water Fountain 21ppb

Kitchen Faucet 21ppb

Largo HS 4/8/04 31 Kitchen Faucet 53ppb

Kitchen Faucet 31ppb

Kitchen Faucet 146ppb

Water Fountain 21ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Laurel HS 4/14/04 33 Kitchen Faucet 32ppb

Kitchen Faucet 50ppb

Water Fountain 23ppb

Water Fountain 37ppb

Water Fountain 25ppb

Water Fountain 21ppb

Leary School (NonPublic) 4/8/04 4 Kitchen Faucet 43ppb

Kitchen Faucet 220ppb

Lewisdale ES 4/7/04 9 Water Fountain 4603ppb

Longfields ES 4/1/04 11 Water Fountain 194ppb

Lyndon Hill ES 3/18/04 61 Work Room Faucet 28ppb

Classroom Faucet 29ppb

Classroom Faucet 23ppb

Classroom Faucet 35ppb

Water Fountain 199ppb

Classroom Faucet 53ppb

Water Fountain 22ppb

Magnolia ES 3/31/04 11 None <20ppb

4/1/04 14 Kitchen Faucet 39ppb

M. Harris Mother Jones ES 4/7/04 14 None <20ppb

Marlton ES 3/31/04 11 None <20ppb

Martin L. King MS 4/20/04 17 None <20ppb

Mattaponi ES 4/2/04 7 None <20ppb

Matthew Henson ES 3/31/04 7 None <20ppb

Melwood ES 4/2/04 11 None <20ppb

Middleton Valley ES 3/30/04 6 Kitchen Faucet 470ppb

Montpelier ES 4/1/04 9 Kitchen Faucet 50ppb

Morningside ES 4/1/04 9 None <20ppb

Mount Rainier ES 3/25/04 7 None <20ppb

North Forestville ES 4/1/04 20 Water Fountain 52ppb

Kitchen Faucet 46ppb

Northwestern HS 4/15/04 50 None <20ppb

Oakcrest ES 3/26/04 6 None <20ppb

Oaklands ES 3/25/04 9 None <20ppb

Overlook ES 3/31/04 9 Kitchen Faucet 97ppb

Owens Road ES 3/31/04 10 Kitchen Faucet 274ppb

Oxon Hill ES 3/31/04 10 None <20ppb

Oxon Hill HS 4/16/04 27 Water Fountain 39ppb

Oxon Hill MS 4/20/04 17 None <20ppb

Paint Branch ES 4/7/04 16 Hand Sink 31ppb

Panorama ES 3/31/04 9 Kitchen Faucet 24ppb

Parkdale HS 4/15/04 22 Water Fountain 23ppb

Water Fountain 32ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Water Fountain 29ppb

Patuxent ES 4/2/04 13 Water Fountain 90ppb

Perrywood ES 3/26/04 14 None <20ppb

Phyllis E. Williams ES 3/26/04 7 None <20ppb

Pointer Ridge ES 4/2/04 17 Kitchen Faucet 28ppb

Potomac HS 4/15/04 26 Kitchen Faucet 752ppb

Water Fountain 28ppb

Water Fountain 37ppb

Water Fountain 49ppb

Water Fountain 26ppb

Water Fountain 29ppb

Water Fountain 41ppb

Water Fountain 41ppb

Water Fountain 26ppb

Water Fountain 29ppb

Potomac Landing ES 3/31/04 11 Kitchen Faucet 93ppb

Kitchen Faucet 25ppb

Princeton ES 3/23/04 6 None <20ppb

RICA 4/30/04 16 Hand Sink 39ppb

Kitchen Faucet 113ppb

Kitchen Faucet 127ppb

Kitchen Faucet 38ppb

Ridgecrest ES 4/7/04 10 None <20ppb

Riverdale ES 3/31/04 12 Kitchen Faucet 69ppb

Robert Frost ES 4/7/04 7 Kitchen Faucet 32ppb

Kitchen Faucet 35ppb

Kitchen Faucet 82ppb

Kitchen Faucet 36ppb

Kitchen Faucet 21ppb

Robert Goddard 4/21/04 15 Hand Sink 1240ppb

Kitchen Faucet 121ppb

Hand Sink 27ppb

Hand Sink 35ppb

Water Fountain 34ppb

Robert R. Gray ES 3/24/04 14 Kitchen Faucet 32ppb

Rockledge ES 4/2/04 16 None <20ppb

Rogers Heights ES 3/24/04 9 None <20ppb

Rosaryville ES 4/2/04 14 None <20ppb

Rose Valley ES 3/23/04 6 None <20ppb

4/2/04 14 None <20ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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Samuel Chase ES 4/8/04 11 Water Fountain 34ppb

Water Fountain 113ppb

Water Fountain 206ppb

Water Fountain 83ppb

Water Fountain 81ppb

Kitchen Faucet 37ppb

Kitchen Faucet 51ppb

Samuel Ogle ES 4/2/04 13 Kitchen Faucet 22ppb

Samuel P. Massie ES 3/25/04 17 None <20ppb

Scotchtown Hills ES 4/7/04 14 None <20ppb

Seabrook ES 3/24/04 8 Kitchen Faucet 25ppb

Seat Pleasant ES 4/7/04 9 None <20ppb

Shadyside ES 3/25/04 6 None <20ppb

Skyline ES 4/8/04 9 Kitchen Faucet 250ppb

Springhill Lake ES 4/2/04 14 Water Fountain 152ppb

Stephen Decatur MS 4/16/04 18 None <20ppb

Suitland HS 4/21/04 7 Hand Sink 27ppb

Suitland HS Annex 4/15/04 4 Water Fountain 65ppb

Water Fountain 31ppb

Water Fountain 118ppb

Surrattsville HS 4/8/04 12 Hand Sink 39ppb

Tall Oaks Vocational 4/15/04 4 Kitchen Faucet 21ppb

Tanglewood School 4/14/04 6 Kitchen Faucet 144ppb

Hand Sink 21ppb

Tayac ES 4/7/04 8 None <20ppb

Templeton ES 4/7/04 8 None <20ppb

Thomas Claggett ES 3/25/04 8 Water Fountain 62ppb

Thomas Johnson MS 4/21/04 16 Hand Sink 20ppb

Kitchen Faucet 43ppb

Thomas Pullen 4/1/04 19 Water Fountain 24ppb

Water Fountain 95ppb

Thomas Stone ES 4/8/04 9 Kitchen Faucet 27ppb

Hand Sink 55ppb

Hand Sink 35ppb

Thurgood Marshall MS 4/22/04 19 None <20ppb

Tulip Grove ES 4/2/04 13 Kitchen Faucet 128ppb

University Park ES 3/25/04 9 Kitchen Faucet 112ppb

Valley View ES 4/8/04 10 None <20ppb

Waldon Woods ES 4/6/04 9 None <20ppb

Walker Mill MS 4/21/04 11 Kitchen Faucet 78ppb

William Beanes ES 4/1/04 9 Kitchen Faucet 31ppb

William Paca ES 4/1/04 11 Water Fountain 31ppb

William S. Schmidt Center 4/14/04 4 None <20ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.
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William Wirt MS 4/16/04 11 None <20ppb

Woodmore ES 4/6/04 9 Kitchen Faucet 24ppb

Woodridge ES 4/7/04 7 None <20ppb

Yorktown ES 4/6/04 9 Kitchen Faucet 28ppb

Kitchen Faucet 23ppb

NOTE: Lead results are noted in parts per billion (ppb), and are rounded to the nearest whole number.


