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Dear Sam and  Alex, 

 

The results of the post remediation inspection and testing performed at Benjamin Tasker Middle School, 

located at 4901 Collington Rd, Bowie, MD 20715, are concluded and the findings are enclosed. I want 

to thank you for allowing ESI the opportunity to service your indoor environmental needs.  

 

Included in this report are the observations, instrument readings, lab results, and recommendations for 

any areas inspected and or tested that need additional cleaning or remediations.  

 

Background Information 

The school was first inspected and tested on 12/11/2018, and ESI returned to the school on 1/30/19 to 

conduct a post remediation inspection and testing. The purpose of this post remediation inspection and 

testing is to determine if the areas remediated were properly cleaned and that NO health or environmental 

risk are present. If any problematic conditions are detected, then ESI will make recommendations for 

corrective actions to be implemented by the PGCPS Environmental Team.  

 

Observations and instrument readings 

 

 

Location IAQ Sample # R/H Temp CO2 Co Other 

Room 104 2358370 29 70 642 001  

Observations 

• There were NO signs of mold growth on the cabinetry and the bottom of the sink cabinet was 

removed. However, there was a minimal amount of mold growth (2-3”) on the back side of the 

kick plate.  

• The attached lab results indicate no elevated levels of microbial or biological contaminates were 

found within the breathable airspace. The indoor air quality should not pose any health or 

environmental exposure risk.    

Recommendations 

• Remove visible mold growth from the backside of the sink cabinetry kick plate.  

 

 

Location IAQ Sample # R/H Temp CO2 Co Other 

Room 116 2358359 33 71 667 000  

Observations 

• The visible mold growth on the backside of the projector screen was removed.  

• The attached lab results indicate no elevated levels of microbial or biological contaminates were 

found within the breathable airspace. The indoor air quality should not pose any health or 

environmental exposure risk.     

Recommendations 

NONE 

 

 

 

 

 



Location IAQ Sample # R/H Temp CO2 Co Other 

Room 117 2358369 29 70 653 001  

Observations 

• The water damage and contaminated ceiling tiles were removed.  

• There were no signs of mold growth on any of the contents.  

• The vent inside the teacher’s office has an accumulated amount of dust and debris, which should 

be cleaned to ensure adequate air flow.  

• The attached lab results indicate no elevated levels of microbial or biological contaminates were 

found within the breathable airspace. The indoor air quality should not pose any health or 

environmental exposure risk.     

Recommendations 

Clean vents. 

 

 

Location IAQ Sample # R/H Temp CO2 Co Other 

Room 132 2358361 25 68 1600 002  

Observations 

• The Carbon Dioxide Detector indicated elevated levels of CO2 at 1600, whereas 1,000-2,000 

ppm, could cause drowsiness and or headaches. This room had elevated levels of C02 during 

the first inspection. You may need to install UF IND Carbon Dioxide (CO2) Air Scrubbers, 

which remove excess carbon dioxide from the premises and maintain a comfortable and safe 

level of carbon dioxide in your room. CO2 Scrubbers make it possible to keep the stable 

ambient carbon dioxide level indoors even, about 400ppm. 

• The guitar cases did not show any signs of mold growth, but they are scratched / scuffed, and 

these scuff marks could be misconstrued as mold spores, which they are NOT. 

• The attached lab results indicate no elevated levels of microbial or biological contaminates 

were found within the breathable airspace. The indoor air quality should not pose any health 

or environmental exposure risk, once the CO2 levels are reduced.    

Recommendations 

• Install a UF IND Carbon Dioxide (CO2) Air scrubbers to reduce elevated levels of CO2.  

 

 

 

Location IAQ Sample # R/H Temp CO2 Co Other 

Room 215 2358362 12 74 604 002  

Observations 

• There were NO signs of mold growth or elevated levels of moisture detected within this 

location. 

• The water damage and contaminated ceiling tile were removed.  

• The attached lab results indicate no elevated levels of microbial or biological contaminates were 

found within the breathable airspace. The indoor air quality should not pose any health or 

environmental exposure risk. 

• The temperature was 74 degrees. With the temperature at 74 degrees and the relative humidity 

at 12%, this may cause the occupants physical discomfort, based upon the dry heated air. 

Recommendations 

• Lower the air temperature between 69-72 degrees Fahrenheit and increase the relative 

humidity between 30-50% 



 

Location IAQ Sample # R/H Temp CO2 Co Other 

Room 225 2358372 13 76 604 002  

Observations 

• There were NO signs of mold growth or elevated levels of moisture detected within this 

location.  

• The temperature was 76 degrees. With the temperature at 78 degrees and the relative humidity 

at 13%, this may cause the occupants physical discomfort, based upon the dry heated air. 

Recommendations  

• Lower the air temperature between 69-72 degrees Fahrenheit and increase the relative 

humidity between 30-50% 

 

 

 

 

Conclusions/Recommendations 

 

Once I concluded the visual inspection and didn’t see any residual mold growth, besides room 104, or 

contributing factors as to why mold would recolonize, I collected indoor air quality samples of 

microbial and biological contaminates to be analyzed by an independent laboratory.  The samples in 

this report indicate a normal fungal ecology for the specific locations tested. Therefore, the indoor air 

quality passed and based on the visual inspection and the lab results, there are no health or 

environmental risks related to the remediation areas of the school.   (Please refer to the attached lab 

results below for identification and spore count per location.) 

 

I hope you found our service beneficial.  If you have any questions or concerns, please feel free to contact 

me at 301-509-0010 which my cell phone and or call my office at 410-867-6262.   

 

 

Respectfully,  

 

 

 

 

 

                                                                               

Vinny Gigliotti (CIE) 

Environmental Solutions, Inc. 

 

 

 

 

 

 

 

 

 

 



Interpretation of Lab Results 

 

In the enclosed Air Cassette Analysis report, you will notice Fungal Identification, which is the species 

detected in the breathable airspace inside, and outside. The Raw count is the actual number of spores 

counted on the slide, and the Count/m3 are the spores per cubic meter of air. The other particles are non-

living particles such as dander, mycelial fragments, pollens, etc. 

 

In order for humans to be exposed indoors, fungal spores, fragments, or metabolites must be released 

into the air and inhaled, physically contacted (dermal exposure), or ingested. Whether symptoms develop 

in people exposed to fungi depends on the nature of the fungal material (e.g., allergenic, toxic, or 

infectious), the amount of exposure, and the susceptibility of exposed persons.  

 

Susceptibility varies with genetic predisposition (e.g., allergic reactions do not always occur in all 

individuals), age, state of health, and concurrent exposures. 

 

 

 

 

 

 

 



 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 



 



 
 

 



Industry References 

Since the 1993 New York City Department of Health (NYCDOH) document (Assessment and 

remediation of Stachybotrys Atra in Indoor Environments) was produced, several other guidance 

documents have been written. This report was developed in accordance with and including: 

• Fungal Contamination in Buildings: A Guide to Recognition and Management (Health Canada, 

1995).  

• Control of Moisture Problems Affecting Biological Indoor Air Quality (Flannigan and Morey, 

1996).  

• Bioaerosols: Assessment and Control (American Conference of Government Industrial 

Hygienists [ACGIH], 1999).  

• Guidelines on Assessment and Remediation of Fungi in Indoor Environments (NYCDOH, 2000). 

[external link]  

• Mold Remediation in Schools and Commercial Buildings (U.S. EPA, 2001).  

• Report of the Microbial Growth Task Force (The American Industrial Hygiene Association, 

2001).  

• Fungal Contamination: A manual for investigation, remediation and control (BECi) 2005. 

• 29 CFR 1910, Occupational Safety and Health Standards for General Industry, U.S. Department 

of Labor 

• Institute of Inspection, Cleaning and Restoration Certification Standard IICRC S520 29 CFR 

1926, Occupational Safety and Health Standards for the Construction Industry, U.S. Department 

of Labor 

• 40 CFR 61, National Emission Standards for Hazardous Air Pollutants (NESHAP), U.S. 

Environmental Protection Agency 

• ACR 2006, Assessment, Cleaning and Restoration of HVAC Systems, National Air Duct Cleaners 

Association, 2006* 

• ASHRAE Standards 62.1 or 62.2 

• ASTM D-1653, Standard Test Methods for Water Vapor Transmission of Organic Coating Films 

• Bioaerosols: Assessment and Control, American Conference of Governmental Industrial 

Hygienists, 1999 

• Field Guide for Determination of Biological Contaminants in Environmental Samples, American 

Industrial Hygiene Association, 2005 

• A Guide for Mold Remediation in Schools and Commercial Buildings, US Environmental 

Protection Agency, 2001 Protecting the Built Environment: Cleaning for Health, Michael A. 

Berry Ph.D., 1993 

• IICRC S100 Standard and Reference Guide for Professional Carpet Cleaning, Fourth Edition, 

Institute of Inspection, Cleaning and Restoration Certification, (S100)* 

• IICRC S300 Standard and Reference Guide for Professional Upholstery Cleaning, First Edition, 

Institute of Inspection, Cleaning and Restoration Certification, (S300)* 

• ANSI/IICRC S500 Standard and Reference Guide for Professional Water Damage Restoration, 

Third Edition, Institute of Inspection, Cleaning and Restoration Certification, (S500)* 

 

 

 

 

 

 

 

 

 

http://www.nyc.gov/html/doh/html/epi/moldrpt1.shtml
http://epa.gov/iaq/molds/mold_remediation.html

